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Executive Summary 

In February 2003, 1,4-dioxane was detected in groundwater provided to the Bally public 
water system by Municipal Well Number 3.  The concentrations of 1,4-dioxane detected 
were approximately 30-45 micrograms per liter.  As a result, in September 2003, the 
United States EPA and Sunbeam Products, Inc. (Sunbeam) entered into an Emergency 
Administrative Order on Consent pursuant to the Safe Drinking Water Act (AOC) requiring 
that Sunbeam monitor the 1,4-dioxane levels and prepare a Focused Feasibility Study 
(FFS) to consider two potential remedies: 1) treatment of the water presently produced by 
Municipal Well Number 3 to remove the 1,4-dioxane to a level less than 3 micrograms per 
liter, or another concentration approved by the United States EPA if 3 micrograms per liter 
is not practical and achievable on a consistent basis; and, 2) replacement of the Bally 
Municipal Well Number 3.  This document was prepared to comply with the FFS 
requirements of the AOC.   

ARCADIS G&M Inc., at the request of Sunbeam investigated both the treatment and well 
replacement options.  The treatment portion of this evaluation focused on advance 
oxidation processes (AOPs).   

The screening of technologies indicated that only two processes were viable for further 
evaluation.  The processes retained for further evaluation were gaseous ozone 
(ozonation) and ultra-violet light/hydrogen peroxide (UV/peroxide) treatment.  These two 
processes were further evaluated through bench scale testing conducted by Trojan 
Technologies Incorporated and the Michigan State University.   

The bench scale testing indicated that further testing of these treatment technologies 
would be required prior to implementation because byproducts such as bromate and 
formaldehyde were observed in the test system effluent during the bench scale testing. 
Furthermore, the bench scale testing indicated that treatment is not presently a viable 
alternative because of the potential for byproduct formation.   

Sunbeam explored various locations for possible installation of a new municipal drinking 
water well.  Well PW-01, located north of the borough was identified as a potential new 
source for Bally.  Aquifer testing conducted at this location indicated that this well 
produces a sufficient quantity of water meeting the Pennsylvania Department of 
Environmental Protection requirements for a community water supply source.   

This Focused Feasibility Study recommends the replacement of Municipal Well Number 3 
with a new municipal supply well.  In this case well PW-01, installed and tested in 2005 
and 2006, would be the recommended replacement well.  It is therefore recommended 
that Alternative 2 (Replacing Municipal Well Number 3 with well PW-01) be selected as 
the alternative to address the 1,4-dioxane in groundwater at the Bally Groundwater 
Contamination Superfund Site. 

 ES-1 
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1. Introduction and Site Characterization 

1.1 Introduction 

The Bally Groundwater Contamination Superfund Site (Site) is located in eastern Berks 
County, Pennsylvania at the southern end of the Borough of Bally (Bally).  Figure 1 
shows the location of Bally.  Groundwater contamination at the Site consists of volatile 
organic compounds (VOCs) discovered in approximately 1981, and 1,4-dioxane, 
discovered in 2003 during a special sampling event.  The remedial strategy for 
addressing VOCs in groundwater was described in the 1989 Record of Decision 
(ROD) and 1990 Explanation of Significant Differences (ESD) for the Site.  
Groundwater is presently extracted from Municipal Well Number 3 (MUN-3) within 
Bally treated to remove VOCs and used to supply water to the Bally municipal water 
system.  The present MUN-3 treatment system does not remove the 1,4-dioxane that 
is present in the groundwater.   

An Emergency Administrative Order on Consent (AOC) was executed in September 
2003 by the United States Environmental Agency (USEPA) and Sunbeam Products, 
Inc. (Sunbeam).  The AOC presented a proposed target low level drinking water 
(target) for 1,4-dioxane at the Site of 3 micrograms per liter (μg/L), although a higher 
value could be calculated in consultation with the USEPA and PADEP if 3 μg/L was not 
feasible to achieve.   Additionally the AOC required that a Focused Feasibility Study 
(FFS) be conducted to determine an appropriate remedial alternative for establishing a 
public water supply for Bally.  Pursuant to the AOC, this FFS has been conducted to 
evaluate a focused subset of remedial alternatives that have been previously screened 
and present the most viable options.  The purpose of the FFS is to facilitate selection of 
a remedial alternative that is protective of human health and the environment. 

This FFS has been conducted in accordance with the FFS Work Plan for the Site 
(ARCADIS, 2004), the Comprehensive Environmental Response, Compensation and 
Liability Act (CERCLA), the USEPA’s Guidance for Conducting Remedial 
Investigations and Feasibility Studies Under CERCLA (USEPA, 1989), and the 
National Oil and Hazardous Substances Contingency Plan (NCP). 

1.1.1 Objectives of Report 

The objectives of this FFS include the following: 

• Summarize Site geologic/hydrogeologic environment and history; 
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• Identification of remedial action objectives (RAOs); 

• Development of potentially applicable or relevant and appropriate requirements 
(ARARs) and to-be-considered (TBCs) standards and guidance; 

• Discussion of potential remedial alternatives; 

• Comparative evaluation of remedial alternatives; and 

• Selection of recommended remedial alternative for groundwater.   

1.1.2 Report Organization 

This report is organized into the following sections: 

1 Introduction and Site Characterization 

2 Identification of Remedial Action Objectives and ARARs/TBCs 

3 Remedial Technologies, Technology Screening and Development of Remedial 
Alternatives 

4 Detailed Analysis of Alternatives 

5 Recommended Alternative 

6 References 

1.2 Site Characterization 

The following sections summarize the geologic and hydrogeologic environment in 
which the Site is located and the results of historic investigative and remedial work 
conducted at the Site. 

1.2.1 Site Geologic and Hydrogeologic Setting 

Bally is located at the northwestern edge of the Piedmont Physiographic Province, an 
area characterized by rolling hills and meandering streams.  Figure 2 shows the Site 
Geological Base map.  To the northwest of the Site lie steep hills of the Reading Prong 
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section of the New England Physiographic Province.  The two provinces are divided by 
a northeast-southwest trending fault zone that creates a zone of increased 
groundwater permeability, storage and recharge (ARCADIS, 2006).   

Bedrock in the area to the northwest of the fault zone is composed of resilient and low 
permeability granitic gneiss which forms the core of the Reading hills.  Within the fault 
zone a wedge of dolostone and (reportedly) quartzite is present.  The high permeability 
dolostone in conjunction with the physically rendered secondary porosity created by 
stress and movement in the fault zone create a prolific water-bearing zone. This zone 
recharges the thick alluvial deposits of the Brunswick Formation that compose the 
Piedmont Physiographic Province (Ibid).   

The Brunswick Formation is composed of shale, siltstone and sandstone with 
interspersed zones of fanglomerate, which are high permeability alluvial deposits 
composed of angular dolostone, quartzite and gneissic clasts in a red shale-sandy-
siltstone matrix.  The fanglomerate is only present near the edge of the Newark Basin 
where the fault zone and the associated sharp topographic divide provide the 
necessary elevation and source material.   

Similar to many other small towns and villages that dot the fault zone, Bally was sited 
based upon its proximity to springs that emerge from the hillsides of the Reading 
Prong.  Bally has historically derived its water supply from these springs and from wells 
completed in the prolific aquifer created by the fault zone and adjacent fanglomerate 
deposits.  Extensive investigations (ARCADIS, 2006; CEC, 1994; CEC, 1996; CEC, 
2002; REMCOR 1989) have been conducted to characterize the aquifer. 

1.2.2 Site History 

Manufacturing activities at what was previously the Bally Engineered Systems (BES) 
plant began in the 1930s with the production of high-quality cabinets and cedar chests 
by the Bally Case and Cooler Company (BCC).  Production facilities were briefly 
commissioned in the 1940s by the government to assist in the war effort. In the 1950s 
the main product line became continuous line, porcelain coated meat display cases 
and porcelain panels for use in constructing building facades.  In 1984 BCC was 
renamed Bally Engineered Structures, Inc. (BES).   

Use of degreasing solvents at the plant occurred in two principal areas.  A 2,000-gallon 
capacity degreasing tank was formerly located in what became the BES carpentry 
shop.  This tank was used from the late 1950s until approximately 1969 to degrease 
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the shells of the meat display cases prior to the application of a urethane insulating 
material.  The cases were dipped in the tank and staged nearby to dry prior to applying 
the insulation.  Trichlorethylene (TCE) was the only solvent known to be used in this 
tank. 

The second area was a 600 gallon degreasing tank for cleaning small parts used to 
fabricate an interlocking mechanism for the insulated panels.  This tank was in use 
from the early 1960s until the mid 1980’s.  1,1,1-Trichloroethane (TCA) was used in 
this small parts degreasing tank.  In addition, solvents were reportedly used as flushing 
agents to clean case molds and urethane foam injection nozzles in the plant foaming 
department from the mid-1960s to the mid-1980’s. 

The principal chlorinated VOCs found in the aquifer are TCA, TCE and 1,1-
dichloroethene (DCE).  Use of TCE was suspended in about 1969 along with the 
cessation of production of the meat display cases.  TCA was used in the small parts 
degreasing tank from 1980 until 1986, when it was replaced by a nonchlorinated 
solvent.  None of the principal chlorinated VOCs found in the aquifer were used as 
flushing agents in the foaming department after 1986.  Spent degreasing solvents were 
managed as a Resource Conservation and Recovery Act (RCRA) hazardous waste at 
the Site after hazardous waste regulation began in 1980 (EPA, 1989).  Flushing agents 
used in the foaming department were recycled and reused.   

A review of archival aerial photographs suggested that four shallow lagoons existed at 
the facility (EPIC, Undated).  Two lagoons were present from approximately 1955 until 
they were relocated to the south to facilitate plant expansion and the two southern 
locations were constructed.  The second pair remained until approximately 1970 when 
they were backfilled to facilitate the construction of the present office building located to 
the south of the second lagoon location.  As part of the Remedial Investigation (RI) 
both the lagoon sites and the areas of degreasing solvent use in the plant were 
examined in an effort to identify a contamination source area at the Site (USEPA, 
1989). 

Samples collected in 1982 from MUN-3 exhibited elevated levels of VOCs.  
Consequently, use of MUN-3 as a public water supply ceased, and the town 
reactivated Municipal Well No. 1 (MUN-1).  MUN-1, in conjunction with a group of 
springs to the northwest of Bally, were formerly used to supply water to the municipal 
system during the period between 1959 and 1979, prior to installation and permitting of 
MUN-3.  In addition to the municipal wells, two industrial wells were actively used 
within Bally and several residential wells operated down gradient of the Site.  The 
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residential wells have all since been abandoned and the industrial wells are used only 
for industrial process uses (USEPA, 1989).   

BES signed a consent order in January 1987 with EPA to conduct the remedial 
investigation and feasibility study (RI/FS) at the Site. The purpose of the RI/FS was to 
determine the source and extent of volatile organic compound (VOC) impacts within 
the aquifer, assess public health and environmental receptor concerns, and define 
remedial action objectives and remediation levels specific to the Site groundwater 
contamination. A Phase III RI was conducted by Remcor and the report was issued in 
May1989 (USEPA, 1989).  The RI identified six possible compounds of concern 
(COC)s for the Site.  These six possible COCs are tetrachloroethylene (PCE), TCE, 
DCE, TCA, 1,1-dichloroethane (DCA) and methylene chloride.  The investigation 
concluded that all of these compounds with the exception of DCA were present at 
concentrations sufficient to warrant their inclusion in the final list of COCs.   

Investigation to delineate the extent of the groundwater contaminated zone indicated 
that the COCs were mostly present between the former BES facility and MUN-3 with 
the greatest concentrations near in the vicinity of the northern edge of the facility 
(between the 86-3 well cluster and the 86-4 well cluster (Figure 3).  Data derived from 
the RI and subsequent investigations indicate that when MUN-3 operates it effectively 
captures and controls the migration of COCs from the former BES facility (Figure 4).  
During the period from 1979 to 1982 before the discovery of contamination in MUN-3 
the two wells operated intermittently.  Then during the period from 1982 to early 1987 
MUN-3 was pumped intermittently (but not used for potable water) as a means of 
plume control while MUN-1 was operated to supply water to Bally.  This was followed 
by a period of more than two years during which MUN-3 was completely inactive and 
MUN-1 was used exclusively.  As a result during this period the dissolved phase 
groundwater plume expanded towards MUN-1.  Following the two year period of 
inactivity, once the NPDES permit was renewed, MUN-3 was reactivated as a means 
of plume control (Remcor, 1989). 

The RI identified that the primary complete exposure pathway was through untreated 
groundwater entering the Bally municipal potable water supply and through one hand-
pumped private well within Bally.  Therefore, in parallel with the preparation of the RI 
report, a treatment system for MUN-3 was designed and installed.   

Based upon the RI report and a draft Feasibility Study (FS) also issued in May 1989 
(USEPA, 1989) the USEPA issued a Record of Decision (ROD) identifying 
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groundwater extraction and treatment (pump and treat) through air stripping to remove 
Site related VOCs from the Bally groundwater and drinking water supply as the 
selected remedial alternative for the site.  The cleanup goals for VOCs at the Site were 
established by the ROD (Appendix A).  This remedy remains in place and continues to 
actively reduce the extent and concentration of the COCs in the groundwater plume; 
removing approximately 1,000 pounds of VOC’s from the aquifer per year.   

Peak Total VOC (TVOC) concentrations observed in the plume were just under 12,000 
μg/L in 1989.   During the late 1980’s the plume extended to MUN-1 and the Great 
American Knitting Mill (GAKM) located at the foot of Church Street.   TVOC 
concentrations at the 86-4 well cluster were in excess of 3,500 μg/L and concentrations 
at MUN-1 were approximately 107 μg/L.  By 1995 the TVOC concentration at MUN-1 
had decreased to 5.2 μg/L and concentrations between MUN-3 and MUN-1 had 
decreased from hundreds of μg/L to tens of μg/L (Figure 3).  The remedial progress 
can be summarized by the following established contaminant reductions at several key 
locations: 

• Concentrations in the vicinity of the suspected source area have decreased.  

• TVOC concentrations in 87-4I have decreased two orders of magnitude from just 
under 4,000 μg/ L to 36 μg/L. 

• TVOC concentrations in 86-3D have decreased by one order of magnitude from 
just under 1,700 μg/ L to 158 μg/ L. 

• Concentrations in the remediation well MUN-3 have decreased by 80 percent from 
just under 12,000 μg/L (Remcor May 1989) to 2,500 μg/L. 

• Concentrations at the former northernmost extent of the plume, MUN-1 have 
decreased by two orders of magnitude from 107 μg/L to less than the laboratory 
detection limit.  The northern extent of the plume is presently south of the 87-7 well 
cluster.   

• Concentrations in the Southern Area (well 92-17), where a second recovery well 
had been proposed, have decreased by two orders of magnitude, from greater 
than 600 μg/L TVOC to 4.3 μg/L.    
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The points listed above indicate that the originally identified remedy has been 
successful in controlling the plume and reducing the extent and concentrations of 
VOCs in groundwater.   

1.2.2.1 Summary of air stripper process operations   

The remedy identified in the 1989 ROD selected a physical removal process, air 
stripping, as the best available technology for removing the VOCs from the Bally 
municipal water supply.  Air stripping removes VOCs from water by cascading the 
water down a tower filled with a complex array of surfaces designed to maximize the 
surface area of the water as it flows from the top to the bottom of the tower.  A constant 
flow of air is forced upwards through the tower over the water surfaces, causing the 
VOCs to volatize out of the aqueous state, leaving the water free of the VOCs.  Effluent 
from the system is discharged to an unnamed tributary of the West Branch Perkiomen 
Creek (West Branch) when MUN-3 is not providing water to the Bally municipal public 
water system.  The treatment system is sampled weekly to ensure that the liquid 
effluent of the system remains in compliance with the PADEP National Pollutant 
Discharge Elimination System (NPDES) permit for the system.  Additionally, water 
samples are collected to monitor the air emissions of the treatment system to ensure 
that concentrations remain within PADEP requirements.      

1.2.3 Discovery of 1,4-dioxane in Groundwater 

Around 2001 chlorinated solvents were identified in groundwater at a number of 
industrial and commercial facilities and continuing investigations associated with these 
facilities, concern arose with regard to solvent stabilizers at such sites.  Investigations 
to evaluate the potential presence of solvent stabilizers were conducted at a number of 
sites beginning in California in the late 1990s. 

In early 2003, in response to the emergence of 1,4-dioxane as a potential COC, a 
series of special sampling events were conducted at the Site.  In February 2003, 
evaluation samples were collected from MUN-3, Site monitoring wells and a selected 
set of private monitoring wells.  1,4-Dioxane was detected by the laboratory in MUN-3, 
and was estimated by the laboratory to be present in one other well below the 
laboratory reporting limit but above the method detection limit.  This was followed by 
collection of samples at MUN-3 and MUN-1 in early March 2003.  Samples were 
collected from both of these wells and submitted for analysis.  While 1,4-dioxane was 
not detected in MUN-1, it was detected in MUN-3 at a concentration of 30 μg/L.  
Consequently, in March 2003 a special comprehensive low-flow groundwater sampling 
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event was conducted to evaluate the extent of 1,4-dioxane in groundwater through 
sampling of Site monitoring wells (ARCADIS, June 2003).  As described in the 
ARCADIS report for this sampling event, the analytical results of this sampling event 
indicated that 1,4-dioxane was present in four of the twenty-eight wells sampled during 
this event.  All four of these wells were located within 300 feet of the former BES 
facility.  Therefore, MUN-3, located less than 700 feet from the facility, is the furthest 
well with a detection of 1,4-dioxane above the laboratory reporting limit.  The 
distribution of 1, 4-dioxane as indicated by the results of this sampling event combined 
with date from MUN-1 and MUN-3 indicate that 1,4-dioxane in groundwater is confined 
to the area between MUN-3 and the former BES facility (Figure 3).   

1.2.3.1 Site Activities Due to 1,4-dioxane 

In response to the confirmation of 1,4-dioxane in the Bally water supply system USEPA 
issued an Emergency Administrative Order on Consent (AOC) to Sunbeam dated 
September 30, 2003.  The decree identified a maximum target drinking water 
groundwater concentration for 1,4-dioxane of 3 μg/L, unless this concentration was not 
technically feasible.  Under those circumstances, a different target concentration could 
be developed in conjunction with USEPA and PADEP.  Additionally the AOC directed 
Sunbeam to evaluate installing a replacement water supply well as an additional 
treatment option for groundwater produced by MUN-3.  Given the chemical and 
physical properties of 1,4-dioxane, removal of the compound through air stripping 
treatment is ineffective.   

Because 1,4-dioxane emerged as a new contaminant early in the in the late 1990’s 
and was not identified at the Site until early 2003, relatively little Site data is available 
for this compound.  The following paragraphs provide a discussion of the existing 1,4-
dioxane data for the Site.   

Beginning in February 2003, and continuing through present, groundwater samples 
have been collected on at least monthly (and in some cases weekly) intervals from 
MUN- 3 and analyzed for 1,4-dioxane and VOCs.  Presently, groundwater samples are 
collected from MUN-3 on a weekly basis following air stripping treatment and analyzed 
for 1,4-dioxane.   

Groundwater samples from MUN-3 were analyzed for 1,4-dioxane  by Severn Trent 
Laboratories, Inc. (STL) for the period from February 19, 2003 through January 6, 
2005, and by Analytical Laboratory Services, Inc. (ALS) for the February 5 and 12, 
2003 events and from February 16, 2005 through the present.  The change in 

G:\APROJECT\AH Bally, PA\Focused Feasibility Study\FFS-document\Feb 2007 Response to Comments and Revised FFS\Feb 2007 

Bally_GW_FFS_Text.doc 8 



\\pa1fp1\Data\APROJECT\AH Bally, PA\Focused Feasibility Study\FFS-document\Feb 2007 Response to Comments and Revised FFS\Feb 2007 

Bally_GW_FFS_Text.doc 9

Focused Feasibility 
Study
Bally Groundwater 
Contamination Site
Municipal Water Supply

analytical laboratories was required to meet an increased sampling frequency 
requirement mandated by the 2005 NPDES permit Table 1 provides the analytical 
results for 1,4-dioxane collected from the effluent at MUN-3.  Figures 3 and 5 depict the 
groundwater concentration trends for 1,4-dioxane.  

Analytical results for 1,4-dioxane indicated that concentrations of this constituent in 
effluent groundwater samples ranged from 24 µg/L to 77 µg/L these concentration 
exceed the proposed groundwater standard of 3 µg/L for this compound for this Site.  
However, they are below the NPDES permitted concentration of 112 µg/L.  In 
consultation with PADEP, the NPDES permit for 1,4-dioxane discharged to the West 
Branch was determined to be 112 µg/L.  Details on this permit are discussed in greater 
detail in Section 4.2.  

1.2.4 Risk Assessment

As described in the AOC, 3 µg/L was selected as a safe drinking water standard based 
on a 70-year exposure duration. Assuming a 30-year exposure duration increases the 
standard to 6 µg/L. Both these values were calculated based on toxicity information 
available in USEPA’s Integrated Risk Information System (IRIS) database. Currently, 
IRIS lists a cancer slope factor (CSF) for 1,4-dioxane of 1.1x10-2. However, as noted in 
the FFS work plan, USEPA is actively revising the 1,4-dioxane CSF. The projected 
date for the next publicly available draft of assessment is November, 2007. Preliminary 
information, however, indicates that the CSF may change by up to three orders of 
magnitude. Under these conditions, the drinking water standard could also increase by 
three orders of magnitude and still provide protection of human health at a 1 x 10-6 risk 
level. 

These findings are consistent with previous risk assessments conducted by ARCADIS 
for other sites with 1,4-dioxane in groundwater (ARCADIS 2005c). Using the current 
1,4-dioxane CSF, a Risk Based Clean-up goal (RBC) of 6 µg/L was calculated 
assuming a 30-year exposure to drinking water at a risk level of 1 x 10-6. However, 
because of the likelihood that the IRIS toxicity values for 1,4-dioxane, which have a 
direct effect on establishing remediation goals for remedial actions, will be updated by 
USEPA within the next 12 to 18 months, RBCs for 1,4-dioxane for a range of CSFs can 
be calculated for the purpose of comparing remedial alternatives for groundwater 
(ARCADIS, 2005).  Assuming that the CSF decreased by one or two orders of 
magnitude results in RBCs of approximately 60 µg/L and 670 µg/L, respectively, at a 1 
x 10-6 risk level.  Based upon this information concentrations of 6 µg/L to 670 µg/L are 
expected to be protective of human health at a risk level of 1x10-6. 
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1.2.5 Ecological Risk of 1,4-dioxane 

Since groundwater effluent from MUN-3 will be discharged to the West Branch, it is 
also important to consider potential ecological effects.  Overall the data indicate that 
the range of 1,4-dioxane concentrations typically observed in the effluent (< 70 μg/L) is 
well below the level of concern for ecological receptors.   Previous studies on fathead 
minnows and other aquatic organisms did not identify adverse effects at concentrations 
below 6,000 μg/L (SCWD, 2001). The Michigan Department of Environmental Quality 
(DEQ) has calculated a Final Acute Value (FAV), an Aquatic Maximum Value (AMV), 
and a Final Chronic Value (FCV) for 1,4-dioxane of 390, 200, and 22 μg/L, 
respectively.  The FCV represents the concentration fish and other aquatic organisms 
can be continuously exposed to without experiencing any mortality, developmental or 
reproductive effects. The AMV is the highest concentration to which an aquatic 
community can be exposed briefly without resulting in unacceptable effects. Effluent 
concentrations are well below the AMV, but may be slightly above the FCV 
immediately upon discharge. However, once released into the receiving stream, 
concentrations of 1,4-dioxane will be immediately diluted to concentrations below the 
FCV.  

Finally, the lack of ecotoxicity from effluent is supported by direct toxicity studies. A 
report describing acute and chronic toxicity of undiluted effluent from the existing MUN- 
3 treatment system reported no observable effect on survival or reproduction of 
Ceriodaphnia dubia or fathead minnows in 100 percent (%) system effluent and serial 
dilutions of 6.25%, 12.5%, 25% and 50% (CEC, 1994). A calculated Log 
Bioconcentration Factor was determined to be -0.44. 1,4-Dioxane is not expected to 
bioconcentrate in fish and other aquatic organisms (Hansch et al, 1985; Howard 1990). 
As a result, ecological risks are not expected for wildlife feeding on fish and other 
aquatic organisms exposed to 1,4-dioxane in the treatment system effluent.  Under 
these conditions, toxicity testing or biological community surveys are unnecessary. 

1.2.6 Nature and Extent of Contamination 

VOC contamination in the Aquifer has been previously delineated as part of the Phase 
II and Phase III remedial investigations (ERM, 1986; REMCOR, 1989).  The extent of 
1,4-dioxane contamination was delineated by ARCADIS during the March 2003 
Comprehensive Groundwater Sampling event.   As shown on Figure 3, the extent of 
1,4-dioxane is limited to the area between the former Facility and MUN-3.  Additionally 
the vertical extent of 1,4-dioxane is largely confined to the shallow and intermediate 
zones with the only Wells 86-3D and MUN-3 exceeding the 3 μg/L criterion. 
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1.2.7 Fate and Transport 

The 1,4-dioxane in the aquifer is limited to the area between the facility and MUN-3.  
From Figure 3 it is apparent that the highest concentrations of 1,4-dioxane are 
stretched between the former facility and MUN-3 indicating that transport of 1,4-
dioxane is occurring from the former facility to MUN-3 along with the VOCs.  Therefore 
the fate of the 1,4-dioxane in the aquifer is captured  through MUN-3.   

1,4-Dioxane that is discharged to the unnamed tributary of the West Branch under the 
present treatment/discharge configuration is attenuated through processes that include 
photodegradation and dilution. 1,4-Dioxane that may be discharged directly to the 
West Branch under a future discharge scenario also would be subject to 
photodegradation, and a much higher degree of dilution due to the relatively high flow 
rate of the West Branch as compared to the unnamed tributary. 

2. Identification of Remedial Action Objectives and ARARs/TBCs 

The object of this FFS is to present a description of the problem, identify the relevant 
legal standards and evaluate other potentially applicable criteria.  The sub-sections 
below identify and describe these items.   

2.1 Remedial Action Objectives 

Remedial Action Objectives (RAOs) are based upon media specific and general 
requirements to protect human health and the environment.  At the Site the primary 
exposure pathway is consumption of and dermal exposure to water containing 1,4-
dioxane.  Therefore, the RAOs for the Site are to discontinue the possible exposure of 
Bally residents to water containing 1,4-dioxane above the Applicable and Relevant 
Criteria (ARARs) or To Be Considered (TBC) criteria that have been identified in this 
report.  Furthermore the remedy must continue to provide control of the plume 
presently undergoing remediation.   

2.2 Identification of Applicable Relevant and Appropriate Requirements and To Be 
Considered Criteria 

This section provides an overview of potential ARARs and TBCs, at the federal state, 
and local levels, which will be used to evaluate remedial alternatives.  Table 7 presents 
the ARARs.  Applicable requirements are those clean-up standards, standards of 
control, or other substantive environmental protection requirements, criteria or 
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limitations promulgated under federal or state law which specifically address a 
hazardous substance, pollutant, contaminant, remedial action, location, or other 
circumstance at a CERCLA site. Relevant and appropriate requirements are those 
federal state, and local requirements which, while not “applicable” to a hazardous 
substance, pollutant, contaminant, remedial action, location or other circumstance at a 
CERCLA site, address problems or situations sufficiently similar to those encountered 
at the CERCLA site that their use is well-suited to the particular site and its 
constituents.  TBC standards and guidance are non-promulgated advisories or 
guidance issued by federal, state, or local agencies that, although not legally binding, 
can be used in determining the level of clean-up for protection of health or the 
environment (USEPA, 1988).  The 3 μg/L criterion for 1,4-dioxane would therefore fall 
into the last category.  

Further classification of requirements has been developed to provide guidance on 
identification and compliance with ARARs and TBCs.  The three classes include 
chemical-specific, action-specific, and location-specific. 

• Chemical-specific requirements are usually-health or risk-based numerical values 
or methodologies which, when applied to site-specific conditions, result in the 
establishment of numerical values.  These values establish the acceptable amount 
or concentration of a chemical that may be found in, or discharged to, the ambient 
environment. 

• Action-specific requirements are usually technology- or activity-based 
requirements or limitations on actions taken with respect to hazardous wastes. 

• Location-specific requirements are restrictions placed on the concentration of 
hazardous substances or the conduct of activities solely because they occur in 
special locations.  Examples of these special locations include floodplains, 
wetlands, coastal areas, historic places, and sensitive ecosystems or habitats 
(USEPA, 1988a). 

The COCs in groundwater at the BES site include VOCs and 1,4-dioxane.  Chemical-
specific ARARs for the VOCs were defined in the ROD based on maximum 
contaminant levels (MCLs) and water supply permit requirements established by 
PADEP (USEPA, 1989).  Appendix A provides the previously established ARARs for 
VOCs at the site.  As 1,4-dioxane is the only constituent of concern for which ARARs 
or TBCs have not been established previously for the Site the following paragraphs are 
limited to the potential requirements for 1,4-dioxane. 
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Applicable chemical-specific drinking water requirements are not available for 1,4-
dioxane for the Bally Site as no MCL has been established by USEPA or PADEP for 
this compound.  A chemical-specific TBC for 1,4-dioxane was developed for the Site as 
part of the Emergency AOC between USEPA and Sunbeam. The AOC established 
that any new municipal supply well option or groundwater treatment option for the 
Borough of Bally should achieve a reduction of the 1,4-dioxane concentration in the 
Bally PWS to 3 μg/L or, if not practical, feasible and reasonably achievable on a 
consistent basis, some other concentration approved by USEPA.  Therefore, this TBC, 
while not promulgated under federal or state law, is an applicable chemical-specific 
requirement for drinking water at the Bally Site and may be considered the governing 
requirement for 1,4-dioxane concentrations in drinking water. 

In addition, PADEP has approved a NPDES permit for discharge of groundwater 
treatment system effluent containing average monthly concentrations of 1,4-dioxane of 
112 μg/L to an approved location along the West Branch.  Therefore, the NPDES 
permit establishes an applicable action-specific ARAR of 112 μg/L for the average 
monthly discharge concentration and 224 μg/L for the maximum monthly discharge 
concentration.  Preparation of the NPDES permit concentrations includes evaluation of 
human health effects as well as effects on stream life. Therefore, this 1,4-dioxane 
concentration is protective of both human and ecological receptors. 

PADEP Wetland and Water Encroachment permits have been issued for construction 
associated with the discharge pipeline. These permits are considered location-specific 
ARARs.  Phase I bog turtle surveys were also conducted for both the proposed 
discharge pipeline route from MUN-3 and for the Longacre property and associated 
water pipeline route to Bally Borough.  A follow-up Phase II survey was also conducted 
at the Longacre property.  As part of the ongoing work for this project, ARCADIS, on 
behalf of Sunbeam, is in the process of confirming that the U.S. Fish and Wildlife 
Service and the Pennsylvania Fish and Boat Commission still concur with the results of 
the prior bog turtle surveys.  Copies of the Phase I survey report for the discharge 
pipeline, the Phase II survey report for the Longacre property and the initial 
concurrence letters are provided in Appendix B. 

Also, erosion and sediment pollution control plan approvals by the Berks County 
Conservation District (BCCD) are considered ARARs for these construction projects, 
and the BCCD has approved the erosion and sediment pollution control plan for the 
discharge pipeline project. 
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In addition to these Site-specific TBCs, additional TBCs can be found in health 
advisory guidance criteria published by USEPA and environmental agencies of other 
states.  Superfund sites where 1,4-dioxane is an issue in several other states were 
reviewed. However, because USEPA’s review of 1,4-dioxane has not been completed, 
other available criteria regarding 1,4-dioxane were considered. These criteria include 
the following: 

• The initially identified notification level for 1,4-dioxane in California is 3 μg/L 
(CDHS, 1998).  However the response level (the level at which a source should be 
taken out of service) is 100 times the notification level or 300 μg/L (CDHS, 2006). 

• The EPA presently has an immediate action level of 600 μg/L (for 1,4-dioxane).  
This indicates that in the event that concentrations of 1,4-dioxane greater than 600 
μg/L were encountered EPA would take immediate action to address the issue 
(USEPA, 2004b).  

• USEPA Region I and the Connecticut Department of Health have issued an interim 
drinking water comparison level of 20 μg/L at the Durham Meadows Superfund 
Site, designed to be protective of the potential cancer and non-cancer effects of 
1,4-dioxane (USEPA, 2004a).  This concentration updates the previously used 1,4-
dioxane RBC of 6.1 μg/L based upon the same IRIS data that was used to 
generate the 3 μg/L criteria set by the Site AOC. 

• USEPA Region II, U.S. Department of Health and the New York State Department 
of Health have applied the New York State public drinking water standard of 50 
μg/L as the appropriate risk level for 1,4-dioxane in drinking water at the Mohonk 
Industrial Plant Site (USDOH, 2005).   

• The MDEQ has revised its generic residential drinking water standard for 1,4-
dioxane upward from 3 μg/L to 77 μg/L and then 85 μg/L (SCWD, 2001; MDEQ, 
2005).  Additionally the acceptable surface water concentration for Michigan is 
2,800 μg/L. 

Additionally because USEPA required that the installation of a new well be considered 
as one of the FFS alternatives, requirements and criteria of the Delaware River Basin 
Commission (DRBC), which controls water supply allocations within the Delaware 
River Basin, were considered.  Bally is located at the edge of this basin in an area of 
lesser concern to the DRBC. However, Bally will be required to justify its water 
allocation request to the DRBC before being granted an allocation.   
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3. Remedial Technologies, Technology Screening and Development of 
Remedial Alternatives 

Pursuant to the guidance for FS preparation (USEPA, 1990) this section describes the 
identification of remedial technologies, the screening of those technologies and the 
development of remedial alternatives using the identified technologies.   

3.1 Identification and Screening of Remedial Technologies 

In accordance with the requirements of the AOC, two general approaches were 
reviewed: 1) replacement of the existing drinking water supply source and 2) treatment 
of the existing drinking water supply to achieve a reduction of the 1,4-dioxane 
concentrations in the Bally PWS to 3 μg/L or, if not practical and feasibly and 
reasonably achievable on a consistent basis, some other concentration approved by 
USEPA.     

Remedial technologies are not applicable for the installation of a new municipal supply 
well, as this activity is not expected to increase treatment of extracted water beyond 
the chlorination that is typically conducted for water supply systems.  Therefore the 
remedial technologies described in this section are discussed in terms of treatment of 
water extracted from MUN-3 for use in the Bally municipal water supply system.   

The chemical characteristics of 1,4-dioxane limit the available treatment technologies 
for the purpose of supplying drinking water to the Bally water supply system.  Table 3 
provides the results of the initial technology screening conducted by ARCADIS.   For 
the purposes of this document, as stated in the FFS Work Plan, only Advanced 
Oxidation Processes (AOP) will be considered as a treatment method.   

3.1.1 Ozone-Catalyzed Hydrogen Peroxide (O3/H2O2) Oxidation 

Ozone-catalyzed hydrogen peroxide oxidation utilizes ozone (O3) and hydrogen 
peroxide (H2O2) for the degradation of organics in water.  H2O2 is typically mixed into 
the influent treatment stream prior to entering a baffled O3 reactor.  Upon contact with 
H2O2, sparged O3 in the reactor catalyzes the production of hydroxyl radicals (●OH) for 
the oxidation process.  Hydroxyl radical available for oxidation can be tailored to the 
contaminant concentration by adjusting the influent O3/H2O2 concentrations.  After 
sufficient contact time, water from the reactor is collected for disposal.  Unit processes 
involved in this remedial approach include an O3 generator, the reaction vessel, and a 
catalytic O3 decomposer to scavenge unreacted dissolved O3. Because of the 
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additional logistics and the operational costs associated with this option, it was not 
effective in comparison with other available technologies. 

3.1.2 Oxidation via Direct Ozonation  

Oxidation via direct ozonation is similar to the oxidation process discussed above in 
that O3 is sparged into a reaction vessel for the oxidation of dissolved organic 
contaminants.  The absence of a catalyst [e.g. Ultra Violet (UV) radiation, H2O2] in this 
process, however, increases the necessary retention time for complete degradation.  
Due to the long reaction times as well as the high costs associated with O3 treatment 
apparatus, this alternative was not retained for further analysis. 

3.1.3 Titanium Dioxide (TiO2) Photocatalytic Oxidation  

Titanium dioxide photocatalytic oxidation typically utilizes flow-through photocatalytic 
reactor cells which are each surrounded with a TiO2/fiberglass mesh.  A UV light 
source is located coaxially to the flow through cells, and contact with bound 
TiO2generates available electrons at the mesh surface.  Water passing across this 
interface will dissociate to form ●OH and superoxide (O2

●-).  While this technology has 
been identified as being potentially cost effective, it was ruled out for use in a municipal 
water supply setting for the following reasons: 

• This is a relatively new technology and standardized operation procedures have 
not been thoroughly established for a municipal setting. 

• The catalyst media used in the treatment process must be recaptured, recycled, 
and then replaced following treatment. 

3.1.4 UV/Hydrogen Peroxide Oxidation  

Oxidation with UV radiation and H2O2 is a conventional approach for the removal of 
organic contaminants.  Generally, treatment systems produce no sludge, spent waste, 
or air emissions that require additional handling or disposal.  Similar to the 
technologies discussed above, the oxidation process occurs in a series of flow-through 
reaction cells each which is equipped with a UV light source.  H2O2 is supplied to the 
influent treatment stream, and photolysis with UV radiation creates dissolved ●OH.  
Typically, acid is also supplied to the influent stream to decrease pH during the 
oxidation process; pH is then neutralized in the effluent stream after treatment.  Unit 
operations involved in this technology include an H2O2 supply unit, acid base supply 
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vessels, and the UV oxidation flow-through units.  Dissolved metals (iron, manganese) 
in the treatment stream may also become oxidized during this process, and periodic 
cleaning of the flow through cells may be necessary during operation and maintenance 
(O&M) activities to maintain treatment efficiency.  This treatment strategy is commonly 
used for disinfection in municipal systems and is more cost effective than other 
available technologies.  This approach was therefore selected for further consideration. 

3.2 Development of Remedial Alternatives 

Remedial technologies and process options retained during the preliminary technology 
evaluation and screening (Section 3.1) are assembled in this section into prescribed 
remedial actions and remedial action alternatives for the Bally water supply system.  
Each includes a description of the remedial action or alternative, including a conceptual 
design for implementation and a discussion of the assumptions made, which will 
provide a basis for detailed analysis and comparison to other alternatives.  Section 4 
presents a detailed and comparative analysis of the remedial actions and alternatives 
developed in this section. 

3.2.1 Alternative 1: Installation of a New Groundwater Source 

Alternative 1 will allow the delivery of a clean water supply via the installation of a new 
municipal well.  As detailed in Section 4.2, characterization activities and pumping tests 
were conducted on the Bally aquifer to verify the feasibility of this alternative.  Air 
stripping activities have been effective in treating the dissolved VOC plume and 
operation of the system in place at MUN-3 will continue.  Additionally, this alternative 
will incorporate the installation of a new discharge pipeline to deliver the treatment 
system effluent to the West Branch.  Long-term monitoring, as included in the current 
permit, will include monthly system sampling at MUN-3.  In addition, long term 
monitoring of monitoring wells located in the vicinity of the Bally Site as well will be 
performed to verify the attenuation of the plume over time as well as verifying that 
pumping of the new well does not adversely impact the extent of the plume.  In addition 
a series of contingency actions to address potential plume stability issues has been 
established with the input of EPA.  The contingency plan is somewhat dynamic but 
includes actions such as increasing the pumping rate at MUN-3 and activation of cut 
off pumping at MUN-1.  A final version of the plume monitoring program and 
contingency plan will be submitted to EPA for approval. 
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3.2.2 Alternative 2: Additional Treatment at MUN-3 Using Advanced Oxidation Processes 

Alternative 2 involves the continued use of MUN-3 as the primary water supply well in 
Bally.  Operation of the air stripping system will continue for VOC removal, but the 
existing system will be retrofitted with a UV/H2O2 treatment unit for the oxidation of 1,4-
dioxane after passing through the air stripper.  Discharge water from the air stripper will 
be mixed with H2O2 prior to entering the UV reactor.  The necessary system flow rate, 
treatment unit sizing, and UV/ H2O2 dosing requirements will be finalized during the 
remedial design phase.  Water discharged from the treatment system will be delivered 
as necessary to either the public water supply or the unnamed tributary outfall, as 
currently conducted.  Long-term monitoring, as included under the existing permit, will 
include monthly system sampling at MUN-3.  In addition, monitoring wells located in 
the vicinity of the Site as well will be monitored to verify the attenuation of the plume 
over time. 

To be conservative, operation of the groundwater treatment system will be conducted 
for 30 years or until remedial goals have been achieved within the plume area.  System 
and groundwater monitoring well sampling will also be conducted within this time 
frame.  

4. Detailed Analysis of Alternatives 

This section describes in detail each of the identified remedies to support the 
comparative analysis presented in Section 5.1 

4.1 Remedial Alternative Screening Criteria 

Per EPA guidance the following sections present each of the alternatives and evaluate 
the alternatives against the following nine criteria: 

• Threshold Criteria – These provide the statutory requirements that the alternative 
must satisfy in order to be eligible for selection. 

– Overall protection of human health and the environment; 

– Compliance with ARARs; 

• Balancing Criteria – These are the primary evaluation criteria on which the 
technical qualities of the alternatives are compared.  

– Long-term effectiveness and permanence; 
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– Reduction of toxicity, mobility or volume through treatment; 

– Short-term effectiveness; 

– Implementablity; 

– Cost; 

• Modifying Criteria – These are formally addressed during the public comment 
period.  

– State/ support agency acceptance; and, 

– Community acceptance. 

The following sections present the comparison of each of these remedial options to the 
above criteria.  A comparative analysis of the alternatives was performed based on 
these criteria.   The results are presented in Section 5.1. 

4.2 Bally Groundwater Treatment Alternatives Analysis 

4.2.1 Alternative 1 – Installation of a New Groundwater Source 

Alternative 1 includes the following required components: 1) a new municipal supply 
well; 2) continued air stripping treatment at MUN-3; and, 3) discharge of MUN-3 
effluent to the West Branch.  Figure 6 presents the major required components of this 
alternative.  

4.2.1.1 Installation and Operation of New Municipal Supply Well 

From 2003 through 2006, Sunbeam performed investigative work in cooperation with 
PADEP, USEPA, and Bally representatives to identify, test, and evaluate a suitable 
well site to provide a new municipal water supply well for Bally.  Potential properties 
were initially identified based upon the fracture trace analyses performed by ARCADIS 
and the USEPA (EPIC, 1992).  Ultimately the investigation was also driven by the 
ability to gain access to various properties.  Access to one property has been achieved 
through an access agreement with the property owner and control of the required 
PADEP required Zone 1 Well Head Protection Area (WHPA) has been secured.  A 
detailed investigation of the well site, including installation and testing of the proposed 
production well, PW-01, indicated that the well site will yield an acceptable quantity of 
drinking water to serve as a community water supply source for Bally.  The results of 
the investigation were provided to PADEP and USEPA in the March 2006 Detailed 
Hydrogeologic Water Resources Investigation (WRI) (ARCADIS, 2006). 
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The proposed municipal supply well, PW-01, is located on a 2.5 acre parcel (Well Site) 
approximately 1,500 feet northeast of the northeastern Bally boundary, in an 
agricultural setting on a 40-acre privately-owned property (Property).  Land use 
immediately surrounding the Property is residential and agricultural.  PW-01 is supplied 
by an unimpacted aquifer region approximately 4,500 feet from the identified plume 
area that is pumped from MUN-3 to the southwest, and more than 3 miles from the 
Crossley Farm Superfund site located to the northeast well into the Reading Hills. 

Groundwater flow in the region occurs largely in a southeasterly direction, 
approximately normal to the orientation of the Reading Prong.  Flow moves from the 
relatively discrete fracture and recharge areas in the steep basins of the hills down 
through the Leithsville and Hardyston formations, and into deposits of the Newark 
Basin.  The area where the investigation was conducted was predominantly within the 
limits of the Leithsville formation and centered on the wedge of dolostone located 
between the mapped locations of the Precambrian gneiss and the Newark Basin.  
Groundwater occurrence in the dolostone is variable as is typical of a karstic aquifer.  
Drilling data indicates that the Leithsville formation has features typical of karstic 
carbonate rock such as solution channels and significant secondary porosity. 

Aquifer characterization included several tiers of testing culminating in an 8-day aquifer 
test conducted at 350 gallons per minute (gpm).  Previous levels of testing included a 
48-hour test and a 54-hour test.  The 48-hour constant rate test conducted at 160 gpm 
was conducted in June 2005.  The 54-hour constant rate (350 gpm) pumping test on 
PW-01 was conducted in October 2005 and established that PW-01 could support a 
discharge rate of 350 gpm for an extended period and that this was an appropriate rate 
for a final aquifer test.   In December 2005, a final 8-day constant rate (350 gpm) 
pumping test developed in consultation with USEPA was conducted on PW-01 to meet 
the requirements for a new groundwater community water supply source set forth by 
PADEP and the Delaware River Basin Commission (DRBC).   

The results of the aquifer testing program indicated PW-01 was completed in an 
exceptional fault aquifer system with above average groundwater storage and 
transmission potential as attested by a high specific capacity of PW-01 (2.6 gpm/ft), 
and in broader terms a relatively high aquifer transmissivity.  In an average 
precipitation year, a 350 gpm withdrawal rate sustained for over a week is expected to 
result in approximately 220 feet of remaining available drawdown in the well and as 
much as 270 feet in the immediate surrounding aquifer and although the 8-day test 
identified that PW-01 interferes with MUN-3, this interference has no material effect on 
the yield of PW-01.  Additionally the 90% or better recovery of the well in less than an 

G:\APROJECT\AH Bally, PA\Focused Feasibility Study\FFS-document\Feb 2007 Response to Comments and Revised FFS\Feb 2007 

Bally_GW_FFS_Text.doc 20 



 
Focused Feasibility 
Study 
Bally Groundwater 
Contamination Site 
Municipal Water Supply 

 

hour further supports the capacity of the aquifer system.  It should also be noted that 
the 8-day specific capacity of PW-01 was approximately twice that of MUN-3, 
suggesting that PW-01 is a much more efficient well than MUN-3.  Additionally the 
proven sustainable production rate of PW-01 is approximately three times the 2026 
projected water demand for Bally based upon the demand increase from the mid-
1980s to present.  Over that period Bally’s average water demand increased from 
approximately 50 gpm to approximately 85 gpm.  A linear increase over the next 
twenty years would indicate a 2026 water demand of approximately 136 gpm. Tripling 
the rate of growth would result in a 2026 water demand of approximately 238 gpm. 

To evaluate the long term sustainability of the yield of PW-01 and to determine the 
magnitude of interference between PW-01 and MUN-3, late time drawdown from four 
key wells (including PW-01) was projected out to anticipate the effect of six months of 
pumping with no recharge.  This analysis suggested that a total of approximately 110 
to 120 feet of drawdown would occur at well PW-01 following six months of pumping 
with no recharge, leaving greater than 200 feet of available drawdown remaining.  The 
projections indicate that the yield at PW-01 is sustainable and that a durable 
groundwater divide exists in the approximate vicinity of MUN-1.  This divide will remain 
when wells PW-01 and MUN-3 are operated simultaneously (ARCADIS, 2006).   

To assure that the long term operation of PW-01 does not promote adverse migration 
of the existing chlorinated VOC plume towards well PW-01, preventive measures have 
been defined to first allow assessment of any plume changes, and then secondly to 
outline a course of action to mitigate any plume movement.  These measures include 
the plume monitoring program and contingency plan which will be formally proposed to 
the USEPA for review and approval during the remedial design process. USEPA and 
ARCADIS conducted a work session in September 2006 to review future groundwater 
monitoring plans (installation of additional deep monitoring well MW-07, etc.). 
Additional work sessions to discuss the details of plume monitoring will be conducted 
as necessary. 

The sentry monitoring program will be established under approval the USEPA.  Sentry 
well monitoring will be conducted monthly, quarterly, and semiannually for the first, 
second, and third years, respectively, following initiation of pumping at PW-01 and then 
will be rolled into the existing semi-annual groundwater monitoring program for the 
plume.  In the event that the periodic monitoring program indicates that the plume is 
migrating towards PW-01, the two most likely responses are as follows:  (a) the 
pumping rate at MUN-3 could be increased in order to expand the capture zone of 
MUN-3, and (b) a pumping program could be instituted at MUN-1, located between 
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MUN-3 and PW-01, to provide an effective cutoff of concentrations of VOCs escaping 
the capture zone of MUN-3.  The two options presented above should be sufficient, 
either each by itself or in some combination, to control migration of the plume towards 
PW-01.  However, based upon the results of the testing that has been conducted to 
date, plume migration is not expected. 

To determine if the aquifer at the Well Site meets drinking water quality standards, 
groundwater samples were collected during the June 2005 and December 2005 
pumping tests and analyzed for parameters in accordance with the PADEP new 
source sampling requirements for community groundwater sources (PADEP, 1998), 
1,4-dioxane, and micro-particulates.  Analytical results indicated no constituents were 
detected above PADEP MCLs for Community Groundwater Sources, for those 
constituents for which MCLs have been defined by PADEP.  PADEP and USEPA have 
not established an MCL for 1,4-dioxane, and 1,4-dioxane was not detected above the 
laboratory detection limits (between 2.8 and 3.0 μg/L) in any sample collected from the 
Well Site.  The micro-particulate analyte (MPA) samples are required to be collected 
where the potential exists for water to be drawn from surface water into the well.  
Analytical results indicated no particulates were identified.  However, per PADEP 
requirements the well will have to undergo a six-month special monitoring program for 
the Surface Water Identification Procedure (SWIP) in addition to standard 
requirements for public water supply quality monitoring. 

As part of this alternative evaluation an analysis was conducted to assess the integrity 
of the Bally potable water system for different pressurization regimes.  These analyses 
were conducted by Bally’s consultant for system operation, System Design 
Engineering (SDE).  Analyses were run to evaluate pressurization of the system from 
different connection points including the north end of Bally where the planned 
connection point for the new system is located (Figure 6).  The analyses indicated that 
the selected connection point generally provided equal or better system performance 
than the present connection at MUN-3.   

The additional components of the Bally municipal water system required by this 
remedy will be constructed in accordance with the PADEP requirements for community 
water supply systems as described in the PADEP Public Water Supply Manual Part II 
Community System Design Standards The completed replacement well and 
associated components would be formally transferred to Bally following a one year 
warranty period.  Thereafter, Bally would be responsible for upkeep and maintenance 
of the new system components.  Once the appropriate regulatory approvals have been 
obtained, ARCADIS will begin final construction of the additional system components. 
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4.2.1.2 Continued Air Stripping Treatment at MUN-3 

The air stripping treatment system at MUN-3 has been shown to be effective in treating 
the plume for VOCs.  In the event a new municipal supply well is implemented, MUN-3 
will continue to operate with the same treatment and sampling protocol currently in 
place as described in the ROD. 

4.2.1.3 Pipeline Construction and Utilization to Discharge MUN-3 Effluent to West Branch 
Perkiomen Creek 

Implementation of this alternative will require the construction of a new pipeline to 
discharge air stripper treatment system effluent to a PADEP approved location along 
the West Branch.  The new location along the West Branch has greater channel flow 
and mixing capacity than the current discharge location.  The PADEP has approved an 
NPDES permit for the treatment system effluent for a 1,4-dioxane concentration of 112 
μg/L.  Historical effluent concentrations for 1,4-dioxane have been well below this 
value. 

4.2.2 Criteria Assessment for Alternative 1 

The following sections provide an evaluation of the nine criteria that must be evaluated 
as part of the remedy selection process.   

4.2.2.1 Overall Protection of Human Health and the Environment 

This alternative is protective of human health and the environment.  The new public 
water supply will be sourced from an unimpacted aquifer region with demonstrated 
drinking water quality based on ARARs and proven sustainable yield based on aquifer 
testing.  Assurance that pumping at the production well is not inducing migration of the 
identified plume toward the production well will be achieved through a sentry well 
monitoring program, which has been designed in conjunction with USEPA.  While 
aquifer testing indicates plume migration is highly unlikely, viable options are available 
to counterbalance the effects of pumping at the production well and prevent impact to 
the drinking water supply in the event plume migration is observed.  Historical Site data 
indicates that it would take in the range of 2-7 years for the plume to migrate from the 
86-5 cluster to MW-04 if MUN-3 was not pumping.  Treatment of the plume through air 
stripping at MUN-3 has proven to be effective at reducing concentrations of VOCs to 
meet the established ARARs, and this treatment strategy will continue for this 
alternative.  The approved new discharge location along the West Branch Perkiomen 
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Creek has an appropriate channel flow to safely accommodate the expected 1,4-
dioxane effluent concentrations through dilution/mixing.   

4.2.2.2 Compliance with ARARs 

This alternative complies with the regulatory requirements for drinking water and 
discharge to surface water.  A permit from the PADEP’s Water Supply and 
Management Section to operate the new public water supply well is an applicable 
regulatory requirement.  Monitoring of 1,4-dioxane effluent concentrations will be 
conducted in accordance with the NPDES permit requirement.  Drinking water ARARs 
for constituents that are required to be analyzed under PADEP new source sampling 
requirements are based on the respective MCLs for these constituents.  The drinking 
water ARAR for 1,4-dioxane is based on the AOC which proposes a target of 3 μg/L.  
The Well Site is located in an unimpacted aquifer region beyond the limits of the 
identified plume.  Analysis of groundwater sampling collected at the Well Site and from 
wells located nearly a mile to the southwest (towards the Site) indicated that no 
constituents were present above their respective ARARs.  Operation of the public 
water supply system will require continued periodic water quality monitoring to ensure 
drinking water ARARs continue to be met.  The discharge to surface water ARAR for 
1,4-dioxane is 112 μg/L, based on the NPDES permit for the treatment effluent.  
Effluent concentrations of 1,4-dioxane at MUN-3 have historically been significantly 
below the ARAR and similar or declining levels are expected in the future.  Monitoring 
of 1,4-dioxane effluent concentrations will be conducted periodically. 

4.2.2.3 Long-term Effectiveness and Permanence 

The new municipal supply well will be located in a portion of the aquifer located 
sidegradient to slightly upgradient of the Site.  Water quality in the aquifer at the Well 
Site has been shown to meet the PADEP requirements for community water supply 
sources.  Therefore, no treatment is anticipated beyond chlorination typical of any 
public water supply.  Sunbeam will assist in the operation of the well for a one year 
warranty period after which Bally will take sole responsibility for the operation of the 
new well.  This period will be used to ensure the proper mechanical operation of the 
well according to industry standards.  The long-term success of this alternative will be 
dependent on the absence of plume capture by PW-01 and on the sustainable yield of 
the aquifer.  Aquifer testing indicates that plume migration is not expected.  As stated 
above, periodic sentry monitoring will be conducted to provide ample warning if plume 
migration does occur towards PW-01.  Additionally, response strategies have been 
developed in the unlikely event that migration should occur. Based on the results of 
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three pumping tests conducted at the Well Site, PW-01 was completed in an 
exceptional fault aquifer system and aquifer specific capacity, recovery rate, and late 
time drawdown projections indicate the 350 gpm yield at PW-01 is sustainable. 

Discharge of the treatment effluent from MUN-3 to an approved location along the 
West Branch will enable dilution of residual concentrations of 1,4-dioxane to surface 
water concentrations in compliance with the PADEP issued NPDES requirements and 
ultimately a drinking water criterion of 3 μg/L.  Concentrations of 1,4-dioxane in the 
effluent will continue to be monitored periodically to ensure that concentrations do not 
exceed the surface water ARAR 

4.2.2.4 Reduction of Toxicity, Mobility or Volume through Treatment 

Reduction of toxicity of 1,4-dioxane involves transfer of the contaminant mass from the 
groundwater to a surface water body with sufficient mixing capacity to safely 
accommodate the contaminant mass.  Reduction of toxicity is, therefore, achieved by 
discharge to the West Branch.  The maximum allowable effluent concentration of 1,4-
dioxane discharged to the stream is 112 μg/L, based on an approved NPDES permit.  
Concentrations of 1,4-dioxane in effluent samples collected from MUN-3 from February 
2003 through September, 2006 ranged from 24 μg/L to 77 μg/L.  As these 
concentrations are already below the NPDES permitted effluent concentrations no 
additional treatment of 1,4-dioxane is required prior to discharging to the stream. 

4.2.2.5 Short-term Effectiveness 

The location of the proposed pumping well (PW-01) is outside of the extent of the 
identified groundwater plume.  Therefore, the process of development of this well as a 
public water supply source will not introduce hazards to human health or the 
environment which exceed the normal hazards of constructing a public supply well 
facility.  The estimated time to completion of a permitted new public water supply 
system is approximately one year, which includes securing the necessary permits and 
construction of the pumping well facility and distribution infrastructure.  Bottled water 
will continue to be supplied to Bally municipal water system users during the permitting 
and construction period. 

1,4-Dioxane contained in the effluent from MUN-3 will continue to be discharged at the 
present discharge location along the West Branch Perkiomen Creek and will not 
present an exposure hazard to workers during construction of the new pipeline.  The 
environmental impact of pipeline construction includes wetland areas that will have to 
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be crossed.  Based upon the results of the Phase I bog turtle evaluation (Appendix B), 
it is recommended that a certified bog turtle habitat evaluator be present during 
construction in the previously delimited potential habitat area. The estimated 
construction time for the pipeline is 3 months.  At the time of publication of this report 
the Pennsylvania Department of Transportation (PennDOT) permit was the only permit 
remaining outstanding.  Once construction of the discharge pipeline is complete, 
effluent from MUN-3 can be discharged to the new location along the West Branch, 
regardless of construction status of the new public water supply. 

4.2.2.6 Implementability 

Completion of well PW-01 as a public water supply source and construction of the 
associated distribution infrastructure will involve standard technical procedures and 
materials with regulatory standards guiding implementation.  Aquifer testing for the 
proposed Well Site has indicated that PW-01 is capable of sustainably supplying 350 
gpm of drinking water, which will be more than sufficient to meet the anticipated water 
supply need.  Water quality monitoring of the production well will be conducted in 
accordance with PADEP Community Water Source Monitoring, SWIP Monitoring, and 
the proposed sentry well monitoring plan, and will employ approved sampling protocol.  
The implementation of this alternative will also require additional permitting from state 
and local governing agencies prior to its construction and operation. 

Construction of the discharge pipeline will be based on standard engineering design 
practices and utilize standard material and components.  Monitoring of 1,4-dioxane 
concentrations in MUN-3 effluent will continue in accordance with the requirements of 
the NPDES permit  to ensure that concentrations of 1,4-dioxane do not exceed the 
NPDES permitted effluent concentration of 112 μg/L, and will employ approved 
sampling procedures. 

4.2.2.7 Cost 

The estimated costs for implementation of this alternative are presented in Table 4.  
This cost estimate includes costs for the design, permitting and installation of the 
discharge pipeline, the new supply well and associated structures and the additional 
supply piping to connect the new well to the present system.  The anticipated total 
costs for these activities are $3,266,000. Some of these costs have already been 
incurred by Sunbeam.  

G:\APROJECT\AH Bally, PA\Focused Feasibility Study\FFS-document\Feb 2007 Response to Comments and Revised FFS\Feb 2007 

Bally_GW_FFS_Text.doc 26 



 
Focused Feasibility 
Study 
Bally Groundwater 
Contamination Site 
Municipal Water Supply 

 

4.2.2.8 State and Support Agency Acceptance 

State and support agency acceptance will be formally addressed following the 
submission of this report. 

4.2.2.9 Community Acceptance 

This will be formally addressed during the public comment period.  However this 
alternative has a high likelihood of community acceptance. In a meeting with EPA 
representatives on August 28, 2006 the Borough council approved the plan to proceed 
with the new well.   

4.2.3 Alternative 2 – Additional Treatment at MUN-3 Using Advanced Oxidation Processes 

Under this Alternative 2, MUN- 3 would continue to operate and serve as a water 
source for the Bally PWS.  The existing air stripper treatment system at MUN- 3 would 
also continue operating to remove VOCs present in the extracted groundwater.  The 
water exiting the air stripper system would undergo an additional treatment step 
utilizing an advanced oxidation process (AOP) to chemically destroy the 1,4-dioxane 
present in the extracted groundwater.  Figure 7 presents a system schematic of the 
present treatment system as it would be expanded to incorporate Alternative 2.  The 
USEPA and PADEP have proposed a criterion of 3 μg/L as the target for the Bally 
PWS. 

A comprehensive review of available remedial technologies to treat 1,4-dioxane in 
groundwater indicated that the best available technologies (BAT) for treatment of 1,4-
dioxane under the relatively high flow regime existing at the Bally public water supply 
(PWS) are gaseous ozone (ozonation) and ultraviolet light/hydrogen peroxide 
(UV/peroxide) treatment. Other treatment technologies and variations of advanced 
oxidation processes (AOPs) exist, but are less attractive for a variety of reasons, 
including a lack of performance history and data for high flow regimes. 

As described in an ARCADIS letter to the USEPA, Region III, dated 20 August 2003, 
(2003b) ARCADIS performed an evaluation of 1,4-dioxane treatment for the Bally 
PWS.  2003.  As part of this evaluation, ARCADIS surveyed multiple vendors, 
operators and regulators of 1,4-dioxane treatment systems to assess other parties’ 
experiences with treatment technologies.  This evaluation also included bench-scale 
testing of the ozonation and UV/peroxide technologies on water samples collected 
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from MUN- 3.  These water samples were collected in March, April and June 2003 at a 
collection point located after air stripping but prior to chlorination. 

The ozonation testing was performed by Michigan State University (MSU) and the 
UV/peroxide testing was performed by Trojan Technologies, Inc. (Trojan). Bench scale 
testing results included the following: 

• The ozonation process reduced 1,4-dioxane concentrations from 60 μg/L to less 
than 1 μg/L after fifteen minutes of contact time with a 5% ozone feed into one liter 
of water; 

• The UV/peroxide process reduced 1,4-dioxane concentrations from approximately 
290 μg/L (a sample that was spiked with additional 1,4-dioxane) to less than 30 
μg/L after 120 minutes of contact time using a 30-watt UV lamp; 

• The ozonation process left a by-product residual of 13 μg/L of formaldehyde and 
60 μg/L of bromate after fifteen minutes of contact time; and, 

• The UV/peroxide process left a by-product residual of 42 μg/L of formaldehyde and 
no bromate in an un-spiked sample. 

The evaluation found that there is a limited body of data on the effectiveness, 
performance, and practicability of ozonation and UV/peroxide treatment systems that 
treat for 1,4-dioxane.  This limited data does not allow for a confident extrapolation of 
performance results to a system like the Bally PWS.   

Of the fourteen treatment system regulators, vendors and operators that were 
identified and contacted for this evaluation, only one instance was found where an 
operating treatment system discharged water directly to a PWS.  1,4-Dioxane was not 
the primary contaminant of concern at this site, and the influent 1,4-dioxane 
concentrations for that treatment system were typically less than 3 μg/L. Over an order 
of magnitude lower than the concentrations typically detected at MUN- 3. 

Systems with similar or higher concentrations of 1,4-dioxane as MUN- 3 did not 
discharge directly to a PWS and/or were configured in a manner that would be 
impractical for the Bally PWS.  As such, there is no history of consistent treatment to 3 
μg/L or less for influent 1,4-dioxane concentrations and flow rates similar to those 
observed at MUN- 3 and for a PWS similar to the Bally PWS. 
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4.2.3.1 Criteria Assessment for Alternative 2 

The following sections provide and evaluation of the nine criteria that must be 
evaluated as part of the remedy selection process.   

4.2.3.2 Overall Protection of Human Health and the Environment 

This alternative is protective of human health and the environment with regards to 
exposure to 1,4-dioxane.  This alternative would remove the 1,4-dioxane present in 
groundwater extracted at MUN- 3 by chemical destruction.  However, residuals such 
as bromate and formaldehyde can form during treatment by ozonation or UV/peroxide.  
Avoidance of such byproduct formation would need to be guaranteed for any treatment 
system for MUN- 3. 

During the bench-scale testing mentioned above, bromate was detected in water 
treated by ozonation at concentrations of approximately 50 to 60 μg/L. These 
concentrations are above the USEPA and PADEP MCL of 10 μg/L.  Formaldehyde 
was detected in both water treated by ozonation and water treated by UV/peroxide.  
There is currently no MCL for formaldehyde.  However, the USEPA has identified 
health concerns associated with the consumption of drinking water containing 
formaldehyde.  ARCADIS’ treatment technology evaluation found that consistent 
byproducts testing for compounds such as bromate and formaldehyde generally was 
not conducted in operating treatment systems.  As such, ARCADIS’ evaluation found 
that a definitive history of systems with documented absence of treatment byproducts 
that would be adequate for extrapolation to MUN- 3 was not clearly evident. 

Further testing of 1,4-dioxane treatment systems would have to be performed because 
of the generation of potentially harmful treatment byproducts.  This would include 
further bench-scale testing in addition to conducting pilot-scale testing prior to 
implementation of a full-scale treatment system at MUN- 3.   

4.2.3.3 Compliance with ARARs 

This alternative may not comply with the site related ARARs for drinking water and 
discharge to surface water due to the substantial possibility that production of bromate 
or formaldehyde may occur.  The most stringent drinking water TBC for 1,4-dioxane is 
based on a proposed target of 3 μg/L for this compound for the Site.  Based upon the 
evaluation of the treatment system performance described above, consistent 
achievement of 1,4-dioxane concentrations below 3 μg/L may not be feasible.   
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4.2.3.4 Long-Term Effectiveness and Performance 

Alternative 2 would not provide an effective long-term remedy for the presence of 1,4-
dioxane in groundwater extracted from MUN-3. This alternative would remove 1,4-
dioxane from groundwater extracted at MUN- 3 because this alternative would 
chemically destroy the 1,4-dioxane. Under these conditions, the amount of 1,4-dioxane 
that would enter the Bally PWS and the nearby receiving stream would be greatly 
reduced. However, the ability of a treatment system to consistently meet a 3 μg/L 
treatment threshold is uncertain. In addition, there is a possibility that undesirable 
byproducts would be produced. Therefore, given the present state of the treatment 
technologies available, this alternative would not be effective if implemented.  

This alternative would incur significant ongoing operating and maintenance costs, and 
a long-term operation and maintenance program would have to be implemented for 
this alternative to ensure that the AOP treatment system is working properly.  
Monitoring for treatment byproducts may also have to be implemented depending on 
the results of additional studies and the AOP treatment system chosen.  However, the 
addition of a treatment system at MUN- 3 would also provide the infrastructure to 
upgrade the treatment in the event that better technology is developed in the future.  

4.2.3.5 Reduction of Mobility, Toxicity, or Volume 

This alternative utilizes AOPs that can chemically destroy the 1,4-dioxane in 
groundwater that is extracted from MUN- 3.  Therefore, this treatment technology 
reduces the mobility, toxicity, and volume of 1,4-dioxane.  However, as noted above, 
undesirable residual reaction byproducts may be present in the treated effluent.  AOP 
treatment may result in the formation of bromate and or formaldehyde as reaction 
byproducts that are not presently in the treatment system effluent.  

4.2.3.6 Short-Term Effectiveness 

Following the additional pilot study work that would have to be performed prior to 
implementation, an AOP treatment system will be able to meet its objectives for 1,4-
dioxane removal relatively quickly.  The permitting and construction of a treatment 
system at MUN- 3 will take several months.  Construction would not impact any 
undeveloped land and would occur entirely on property owned by the Borough of Bally.  
Once activated, the treatment system would be able to reduce 1,4-dioxane  
concentrations immediately.  However, the ability of the treatment system to 
consistently reduce 1,4-dioxane below 3 μg/L is uncertain without further testing. 
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Workers would not be exposed to any groundwater contaminants throughout most of 
construction. 

4.2.3.7 Implementability 

Prior to construction of the full-scale AOP treatment system, a pilot test would have to 
be performed to further evaluate the treatment technology.  More extensive pilot testing 
would be required in order to use this technology for drinking water treatment.  Once a 
successful pilot test has been conducted, this technology could be readily put into 
place due to its modularity.  This alternative would require the expansion of the existing 
facilities at MUN- 3, such as the electrical service, in order to accommodate the 
installation and operation of the treatment system.  The implementation of this 
alternative would also require additional permitting from state and local governing 
agencies prior to its construction and operation.   

4.2.3.8 Cost 

The estimated costs for implementation of this alternative are provided in Table 5.  This 
cost estimate assumes that UV/peroxide treatment would be the AOP utilized at MUN- 
3. These costs include a pilot study, the construction of a building and electrical service 
to accommodate the UV/peroxide treatment system, the treatment system components 
and controls, and thirty years of operation and maintenance costs for the treatment 
system. The estimated cost for this option is approximately $4,373,000.   

4.2.3.9 State/Support Agency Acceptance 

Present indications are that the USEPA and PADEP would prefer another remedy; 
however, State and support agency acceptance will be formally addressed following 
the submission of this report. 

4.2.3.10 Community Acceptance 

A Bally Borough official has indicated that additional treatment at MUN-3 would not be 
acceptable to the Bally Borough Council.  However, this aspect will be formally 
addressed during the public comment period. 
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5. Recommended Alternative 

Installation of a new groundwater source has been identified as the best option under 
the presently existing conditions.  The following sections compare Alternatives 1 and 2 
as implementable remedies.  

5.1 Comparative Analysis of Options 

Both Alternatives 1 and 2 provide solutions that would provide an implementable long 
term solution to remove 1,4-dioxane from the Bally PWS.  However, in the short term 
Alternative 1 is more effective as this alternative does not require the additional bench 
and pilot scale testing required as part of Alternative 2 are unnecessary.  Therefore it is 
anticipated that Alternative 1 would provide 1,4-dioxane free water flowing to Bally 
residents sooner than Alternative 2.   

Analysis indicates that Alternative 2 would provide a greater reduction of toxicity, 
volume and mobility of 1,4-dioxane as it would destroy the chemical structure of the 
1,4-dioxane molecule.  However, Alternative 2 may also produce undesirable 
byproducts.  Alternative 1 would not directly destroy the 1,4-dioxane molecule.  
However, it would place the 1,4-dioxane in a situation where it can be more readily 
degraded by natural processes.  Dilution/mixing would instantly decrease the 
concentration of 1,4-dioxane below 3 μg/L. 

Alternative 1 can be more readily implemented than can Alternative 2  as it is founded 
upon established  technology and will provide Bally with a system that is equivalent or 
simpler (to operate) than its present water supply system.  Additionally, system 
maintenance and repairs when required would not typically require highly specialized 
training as would Alternative 2.   

A cost comparison of Alternatives 1 and 2  is presented in Table 6. This table reveals 
that while Alternative 1 requires more than twice the initial capital cost outlay, the 
annual O&M costs for Alternative 1 are approximately one quarter of the Alternative 2 
annual O&M costs. Therefore, the total cost for Alternative 1 is significantly lower than 
Alternative 2 over the period of operation.   

5.2 Recommended Alternative   

Given all of the above factors, Alternative 1 is the recommended option to address the 
1,4-dioxane concentrations in the Bally PWS.   
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Table 1 Bally Well No. 3 Effluent Analytical Results for 1,4-Dioxane

Bally Groundwater Contamination Site Municipal Water Supply, Bally, Pennsylvania

Date

1,4-Dioxane 
Effluent Conc. 

(ug/L) Laboratory Date

1,4-Dioxane 
Effluent Conc. 

(ug/L) Laboratory

2/5/2003 53.7 ALS 7/3/2003 31 STL

2/12/2003 60.5 ALS 7/3/2003 32* STL

2/19/2003 40 STL 7/10/2003 34 STL

3/6/2003 30 STL 7/17/2003 32 STL

3/6/2003 31* STL 7/24/2003 42 STL

3/28/2003 44 STL 7/31/2003 42 STL

4/3/2003 35 STL 8/7/2003 39 STL

4/3/2003 42* STL 9/5/2003 32 STL

4/10/2003 43 STL 9/18/2003 32 STL

4/17/2003 38 STL 10/3/2003 35 STL

4/24/2003 30 STL 10/21/2003 35 STL

5/1/2003 39 STL 11/15/2003 27 STL

5/1/2003 40* STL 12/4/2003 32 STL

5/8/2003 33 STL 1/7/2004 37 STL

5/15/2003 34 STL 2/4/2004 62 STL

5/22/2003 37 STL 3/4/2004 35 STL

5/29/2003 40 STL 4/7/2004 41 STL

6/5/2003 32 STL 5/30/2004 31 STL

6/5/2003 38* STL 6/16/2004 43 STL

6/12/2003 35 STL 7/7/2004 24 STL

6/19/2003 25 STL 8/4/2004 33 STL

6/26/2003 37 STL 9/1/2004 50 STL
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Table 1 Bally Well No. 3 Effluent Analytical Results for 1,4-Dioxane

Bally Groundwater Contamination Site Municipal Water Supply, Bally, Pennsylvania

Date

1,4-Dioxane 
Effluent Conc. 

(ug/L) Laboratory Date

1,4-Dioxane 
Effluent Conc. 

(ug/L) Laboratory

9/8/2004 50 STL 6/16/2005 65.1 ALS

10/8/2004 34 STL 6/23/2005 38 ALS

11/4/2004 47 STL 6/29/2005 65.2 ALS

12/2/2004 29 STL 7/7/2005 51.9 ALS

1/6/2005 34 STL 7/14/2005 55.3 ALS

2/16/2005 67.2 ALS 7/20/2005 52 ALS

2/23/2005 66.6 ALS 7/29/2005 52.6 ALS

3/1/2005 49.3 ALS 8/5/2005 55.3 ALS

3/10/2005 47.5 ALS 8/10/2005 56.6 ALS

3/16/2005 54.8 ALS 8/17/2005 51.3 ALS

3/22/2005 48.3 ALS 8/24/2005 45.3 ALS

3/29/2005 38.1 ALS 8/31/2005 39.8 ALS

4/6/2005 53.8 ALS 9/7/2005 32.4 ALS

4/14/2005 49.7 ALS 9/15/2005 51.8 ALS

4/20/2005 51.5 ALS 9/22/2005 63.1 ALS

4/28/2005 50.8 ALS 9/28/2005 63.1 ALS

5/5/2005 49 ALS 10/6/2005 40.8 ALS

5/12/2005 44 ALS 10/13/2005 54 ALS

5/18/2005 67.3 ALS 10/19/2005 55 ALS

5/26/2005 51.1 ALS 10/26/2005 56.8 ALS

6/2/2005 60.9 ALS 11/1/2005 53.8 ALS

6/9/2005 60.4 ALS 11/10/2005 72.2 ALS
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Table 1 Bally Well No. 3 Effluent Analytical Results for 1,4-Dioxane

Bally Groundwater Contamination Site Municipal Water Supply, Bally, Pennsylvania

Date

1,4-Dioxane 
Effluent Conc. 

(ug/L) Laboratory Date

1,4-Dioxane 
Effluent Conc. 

(ug/L) Laboratory

11/16/2005 54.3 ALS 4/13/2006 73.5 ALS

11/23/2005 40.3 ALS 4/20/2006 77 ALS

11/30/2005 40.3 ALS 4/26/2006 61.1 ALS

12/7/2005 30.8 ALS 5/4/2006 52 ALS

12/14/2005 54.9 ALS 5/11/2006 60.9 ALS

12/21/2005 53.6 ALS 5/17/2006 47.6 ALS

12/29/2005 68.8 ALS 5/24/2006 50 ALS

1/4/2006 68.6 ALS 6/1/2006 65.1 ALS

1/11/2006 53.6 ALS 6/7/2006 63.5 ALS

1/18/2006 44.2 ALS 6/15/2006 64.1 ALS

1/25/2006 45.4 ALS 6/21/2006 58.9 ALS

2/2/2006 54.6 ALS 6/28/2006 60.7 ALS

2/8/2006 58.2 ALS 7/7/2006 51.3 ALS

2/16/2006 58.9 ALS 7/13/2006 59.4 ALS

2/22/2006 56.9 ALS

3/1/2006 60.3 ALS

3/9/2006 55.7 ALS

3/22/2006 60.1 ALS

3/29/2006 50.6 ALS

4/6/2006 62.6 ALS

Notes:

* Duplicate sample

ALS:  Analytical Laboratory Services, Inc.

STL:  Severn Trent Laboratories, Inc.
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Table 2. Chemical-Specific Relevant and Appropriate To-Be-Considered Requirements for 1,4-Dioxane1 in Drinking Water, Bally Groundwater 
Contamination Site, Bally, Pennsylvania.

Agency Guidance Type
Guidance 

Criteria (ug/L)

California Department of Health Services Notification Level (NL) 3

Maine Department of Environmental Protection Maximum Exposure Guideline (MEG) 32

Massachussets Department of Environmental Protection Office of Research and Standards Guideline (ORSG) 3

Michigan Department of Environmental Quality Drinking Water Advisory 85

USEPA Region 1 CT DPH Risk Analysis 20

USEPA Region 2 NY DOH Health Standard 50

USEPA Region 3 Administrative Order on Consent (AOC) for BES site 3 2

6 3

USEPA Region 9 Preliminary Remedial Goal (PRG) 6.1

USEPA Office of Solid Waste & Emergency Response RCRA Action Level 4 3

USEPA Office of Water SDWA Health Advisory 5 4,000 [ch/1d] 4

400 [ch/10d] 5

700 [ca risk] 6

Notes:
1 1,4-Dioxane CASRN # 123-91-1

3 Consumption of drinking water containing this level of 1,4-dioxane over a 30-year period presents an excess cancer risk of 1x10-6

CT DPH:  Connecticut Department of Public Health
NY DOH:  New York Department of Health
RCRA:  Resource Conservation and Recovery Act
SDWA:  Safe Drinking Water Act

4 Child one-day health advisory: the concentration in drinking water that is not expected to cause any adverse noncarcinogenic effects for up 
to 5 consecutive days of exposure, with a margin of safety
5 Child ten-day health advisory: the concentration in drinking water that is not expected to cause any adverse noncarcinogenic effects for up 
to 14 consecutive days of exposure, with a margin of safety
6 Concentration in drinking water which presents a 10-4 cancer risk, estimated for a 10-kg child or 70-kg adult consuming 2 liters of water per 

2 Consumption of drinking water containing this level of 1,4-dioxane over a 70-year period presents an excess cancer risk of 1x10-6.  USEPA 
selected this level in the AOC as the drinking water requirement for the BES site.
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Table 3. 1,4-Dioxane Treatment Technology Comparison, Bally Groundwater Contamination Site, Bally, Pennsylvania

Technology Surface Water Discharge Municipal Water Supply Retained Drawback

Ozone-Catalyzed 
Hydrogen Peroxide 

Technically suitable; likely more costly 
than direct ozonation

Technically suitable; likely more costly 
than direct ozonation Yes Hydrogen peroxide handling, additional operation cost

Direct Ozonation Technically suitable, may be cost-effective Technically suitable, may be cost-effective Yes Reaction time is longer than Ozone/Hydrogen Peroxide 
method

Titanium Dioxide Photo-
Catalytic Oxidation Technically suitable, may be cost-effective Not suitable No

Lack of prior applications to municipal water supply systems; 
catalyst recovery unit for TiO2 slurry recapture may not be 

suitable for water supply applications

UV/Hydrogen Peroxide 
Oxidation Technically suitable, may be cost-effective Technically suitable, may be cost-effective Yes Hydrogen peroxide handling, additional operation cost

Ultrasonic System Potential technology, but still in the 
development phase

Not suitable for municipal water supply 
until it’s out of the development phase No Cost and oxidation efficiency are questionable

"Negative Growth" Bio-
Reactors

Technically suitable The capital cost may 
be noticeably lower Not suitable No The operating cost will be high, and beyond the ability of Bally 

municipal workers

Not suitable Poor adsorption characteristics (0.5-1.0 miligram of 1,4-
dioxane per gram of carbon at 500 ppb)

Phyto Remediation Not feasible for pump & treat use Not feasible for pump & treat use Requires large amount of space, no enough treatment 
efficiency

Granular Activated Carbon Not suitable NO

No



Contingency 15%

Quantity Unit Cost Per Unit Total
Supply Well Permitting and Installation
Site Evaluation and Property Access 1 LS $221,739 $221,739
Drilling and Aquifer Pumping Test 1 LS $314,783 $314,783
Reporting and Permitting 1 LS $202,609 $202,609
Design and Construction (Well House, Supply Pipeline, etc.) 1 LS $782,609 $782,609
Discharge Pipeline
NPDES Permitting 1 LS $96,522 $96,500
Pipeline Access Negotiation 1 LS $17,391 $17,400
Design and Construction (Treatment System Modifications, Discharge Pipeline, etc.) 1 LS $506,957 $507,000

Supply Well and Discharge Pipeline Cost Subtotal: $2,142,600

Contingency: $321,400

Supply Well and Permitting Cost Total: $2,464,000
Quantity Unit Cost Per Unit Total

Annual O&M of Existing Pump and Treat System
System O&M (physical repairs/maint., electrical power, etc.) 1 LS $29,165 $29,200
System Influent & Effluent Analyses and Data Review, DMRs 1 LS $21,217 $21,200

Annual O&M Cost Subtotal: $50,400
Contingency: $7,600

Annual O&M Cost Total: $58,000
Present Value for Alternative 1 2006 through 2025 $3,266,000

Notes:

All costs are based on an accuracy of +50/-30% (USEPA, 2000)
30-yr Discount Rate of 3.4% based on the 5-yr (2001-2005) average of the Real Treasury Discount
Rate (OMB, 2005); calculations based on beginning 30-yr period in 1995
LS          = Lump Sum
NA          = Not Applicable
O&M      = Operation and Maintenance
OMB      = Office of Management and Budget
USEPA  = United States Environmental Protection Agency

Table 4.  Cost Estimate for Alternative 1: Groundwater Supply Well Installation and Operation, Bally Groundwater Contamination Superfund 
Site, Bally, Pennsylvania.

Page 1 of 1



Contingency 15%

Quantity Unit Cost Per Unit Total
Treatment System Design, Permitting and Installation
Treatment System Evaluation and Bench-Scale Testing 1 LS $30,435 $30,435
Treatment System Pilot Test and Report 1 LS $69,565 $69,565
Treatment System Design and Permitting 1 LS $165,217 $165,217
Building, Treatment Units, Tanks, Electrical Service, Controls

Mobilization 1 LS 13,043$                13,043$           
Building

Site preparation/strip topsoil 1 LS 13,043$                13,043$           
Extend gravel driveway 1 LS 3,478$                  3,478$             
Excavation for concrete slab foundation 1 LS 6,522$                  6,522$             
Stone subbase for concrete slab foundation (6") 14 CY 30$                       428$                
Cast-in-place conc. slab foundation (19'x40'x8", 4000 psi, WWF reinf) 19 CY 870$                     16,522$           
Sonotube piers or grade beams under slab foundation 1 LS 6,522$                  6,522$             
Pre-engineered metal building (18'Wx38'Lx10'H) 684 SF 30$                       20,817$           
Building insulation 1 LS 6,957$                  6,957$             
Roll-up door 1 EA 2,174$                  2,174$             
Man-door 1 EA 1,304$                  1,304$             

Tank (Chemical Storage)
Cast-in-place conc slab for tank (10'x10'x8"), incl excav and piers 3 CY 1,304$                  3,913$             
Reagent tank (incl. in UV System Equipment price) 0 EA 4,348$                  -$                     
Insulation for tank 1 LS 870$                     870$                
Piping for tank 1 LS 2,609$                  2,609$             
Pump/mixer/float switches for tank (incl. in UV System Equipment price) 0 LS 3,478$                  -$                     

Electrical Construction
New electrical service to building (20 kW, 3 phase) 1 LS 21,739$                21,739$           
Electric heaters within building 1 LS 2,609$                  2,609$             
Other elec. constr. w/in bldg (lights, control wiring, etc.) 1 LS 2,609$                  2,609$             

Controls
PLC/controls for UV system 1 LS 3,478$                  3,478$             
Re-program exist. PLC to connect UV system 1 LS 4,348$                  4,348$             

UV System Equipment
Pilot Treatment System 4 Month 17,391$                69,565$           
Permanent Treatment System 2 LS 169,472$              338,944$         
Chlorination system modifications 1 LS 13,043$                13,043$           

Other Construction
Piping mods. w/in existing treatment plant (incl. connection to UV system) 1 LS 4,592$                  4,592$             

Treatment System Cost Subtotal: $824,300

Contingency: $123,600

Treatment System Cost Total: $947,900
Quantity Unit Cost Per Unit Total

Annual O&M of Modified Pump and Treat System
System O&M (physical repairs/maint., electrical power, etc.) - existing system 1 LS $29,165 $29,200
System Influent & Effluent Analyses and Data Review, DMRs - existing system 1 LS $21,217 $21,200
Additional treatment system influent & effluent analyses (lab costs) 1 LS $15,652 $15,700
Additional treatment system electrical cost due to UV-Ox 1 LS $34,783 $34,800
Additional Operator Labor (1/2 time), labor and expenses/mileage 1 LS $84,000 $84,000
Lamp replacement 1 LS $14,783 $14,800
Hydrogen peroxide (9 ppm, $4.50/gal) 1 LS $15,652 $15,700

Annual O&M Cost Subtotal: $215,400
Contingency: $32,300

Annual O&M Cost Total: $247,700
Present Value for Alternative 2 2006 through 2025 $4,373,000

Notes:

All costs are based on an accuracy of +50/-30% (USEPA, 2000)
30-yr Discount Rate of 3.4% based on the 5-yr (2001-2005) average of the Real Treasury Discount
Rate (OMB, 2005); calculations based on beginning 30-yr period in 1995
NA          = Not Applicable
O&M      = Operation and Maintenance
OMB      = Office of Management and Budget
USEPA  = United States Environmental Protection Agency

Table 5.  Cost Estimate for Alternative-2: Municipal Well No. 3 Treatment, Bally Groundwater Contamination Superfund Site, Bally, 
Pennsylvania.

Page 1 of 1
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Table 6 Cost Estimates1 for Public Water Supply and Groundwater Treatment Options, Bally Groundwater, Contamination Site, 
Bally, Pennsylvania.

Remedial Capital Annual
Alternative Description Cost O&M Cost Present Value2

($) ($) ($)

Alternative - 1 Replacement Supply Well 
Installation and Operation $2,464,000 $58,000 $3,266,000

Alternative - 2 UV/Hydrogen Peroxide 
Oxidation $947,900 $247,700 $4,373,000

Notes:
1 All costs are based on an accuracy of +50/-30% (USEPA, 2000)
2 30-yr Discount Rate of 3.4% based on the 5-yr (2001-2005) average of the Real Treasury Discount

Rate (OMB, 2005); based on beginning 30-yr period in 1995
NA Not Applicable

O&M Operation and Maintenance
OMB Office of Management and Budget

USEPA United States Environmental Protection Agency
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Table 7. Applicable Relevant and Appropriate and To-Be-Considered Requirements for 1,4-Dioxane1 in Bally Groundwater 
Bally Groundwater Contamination Site, Bally, Pennsylvania.

ARAR or TBC Location/Medium Citation Description/Requirement Classification Applicability to Selected Remedy

ARAR Floodplains 40 CFR 6.302(b)                                                        
Executive Order No. 11988                      

Avoid, to the extent possible, or minimize long and short term adverse impacts 
associated with the occupancy and modification of floodplains and to avoid direct or 
indirect support of floodplain development if a practicable alternative exists.  
Evaluate potential effects of actions that may be taken in floodplains and ensure that 
planning and budgeting reflect consideration of flood hazards and floodplain 
management.

40 CFR 6 Appendix A       
Provide leadership and take action to reduce the risk of flood loss, to minimize the 
impact of floods on human safety, health, and welfare, and to restore and preserve 
the natural and beneficial values served by floodplains.

40 CFR 264.18(b) Design, construct, operate, and maintain facility in manner that prevents washout of 
any hazardous waste by a 100-year flood.

PA Code Title 25 Chapters 
105 and 106

Plan, design, construct, maintain and monitor to prevent unreasonable interference 
with water flow, protect natural resources and water quality, and protect health, 
safety, welfare and property from flooding.

ARAR Wetlands

40 CFR 6.302(a)
40 CFR 6 Appendix A
Executive Order No. 11990
40 CFR 230.3(t)

Avoid, to the extent possible, or minimize long and short term adverse impacts 
associated with the destruction, loss, or modification of wetlands and to avoid direct 
or indirect support of new construction in wetlands if a practicable alternative exists. 
Provide leadership and take action to minimize destruction, loss, or degradation of 
wetlands, and to preserve and enhance the natural and beneficial values of 
wetlands.    

PA Code Title 25 Chapter 
105

Plan, design, construct, maintain and monitor to protect natural resources, 
environmental rights and values and conserve and protect the water quality and 
natural regime.  Avoid, to the extent possible, or minimize long and short term 
adverse impacts associated with the destruction, loss, or modification of wetlands 
and to avoid direct or indirect support of new construction in wetlands if a practicable 
alternative exists.

ARAR
Sensitive Ecosystems: 

Fish and Wildlife 
Resources

40 CFR 6.302(g)
Fish and Wildlife 
Coordination Act               
(16 USC 661 et. seq.)

Take action to protect fish and wildlife resources, which may be affected by actions 
that will result in the control or structural modification of any natural stream or body 
of water for any purpose.
Mitigate, prevent, and compensate for project-related losses of wildlife resources 
and enhance these resources. 

Not applicable to activities 
conducted.  

Although the existing wetland areas provide potential 
habitat for protected species (bog turtle), Phase I 
and II surveys concluded that these species were 
not present in areas that will be disturbed during 
construction associated with proposed activities.

Notes:
1 1,4-Dioxane CASRN # 123-91-1

ARAR Applicable or Relevant and Appropriate Requirements
TBC To Be Considered
USC United States Code
CFR Code of Federal Regulations
DRB Delaware River Basin Commission

Applicable to activities 
conducted within a 100-year 
floodplain.

Portions of the proposed system will be located 
within the delineated 100-year floodplain zones. 
Generally, most construction activities during system 
implementation will be located at elevations above 
this delineation, and will not adversely impact these 
zones.  Operation and maintenance of the treatment 
system will be conducted to prevent any washout of 
waste during 100-year flood events.  Stream 
encroachments and utility line crossings will be 
reviewed and approved by the Conservation District 
through the Pennsylvania General Permit process 
prior to construction.

Relevant and appropriate to 
wetland areas.

Wetland areas have been identified on and in the 
vicinity of the BES site. Precautions have and will be 
taken to ensure that wetlands are not impacted 
during implementation of the proposed treatment 
system. Stream encroachments and utility line 
crossings will be reviewed and approved by the 
Conservation District through the Pennsylvania 
General Permit process prior to construction.
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Table 7. Applicable Relevant and Appropriate and To-Be-Considered Requirements for 1,4-Dioxane1 in Bally Groundwater 
Bally Groundwater Contamination Site, Bally, Pennsylvania.

ARAR or TBC Location/Medium Citation Description/Requirement Classification Applicability to Selected Remedy

ARAR Groundwater DRBC Water Code Article 
2.20.7

Take action to register any well system withdrawing an average of at least 10,000 
gallons/day for any 30-day period within the Delaware River Basin.

Relevant and appropriate to 
activities conducted.

Well records have already been provided to PADEP, 
and any supply well will be registered once 
permanent pumping equipment is installed.

ARAR
Groundwater, 
Surface Water and 
Drinking Water

DRBC Water Code Articles 
2.50.3B.1 and 3.20.6

Take action to perform annual reporting meeting the requirements for public water 
supplies and meet applicable requirements for DRBC Zone 1E.

Relevant and appropriate to 
activities conducted.

The Borough of Bally will provide the DRBC with 
annual reports, including Source Data and Service 
Area Data, and, as appropriate, will adhere to the 
acceptable conditions for Water Uses to be 
Protected, Stream Quality Objectives, and Effluent 
Quality Requirements.

ARAR Land and                  
Surface Water

PA Code Title 25 Chapters 
92 and 102                                   
40 CFR 122.26( c )

Take action to implement and maintain erosion and sediment control measures for 
any earthmoving activities, and develop and implement an approved erosion and 
sediment control plan for any land disturbance over 5,000 square feet and obtain a 
NPDES permit for disturbances over 1 acre.

Relevant and appropriate to 
construction activities.

Construction activities for remedy implementation 
will utilize and maintain erosion and sediment control 
best management practices (BMPs), and will have 
approved plans and NPDES permits as needed.

TBC Surface Water NPDES Permit for BES 
Site   Permit # PA 0055123

Operate and maintain the water treatment system within compliance of the 
constituent concentrations specified in the permit, prior to discharge at the outfall in 
West Perkiomen Creek.

Relevant and appropriate to 
activities conducted.

Interim monitoring activities at the discharge outfall 
will continue to demonstrate compliance with DEP 
requirements.

TBC Groundwater and 
Drinking Water

DRBC Water Code Article 
2.1.2C, 2.20.4, 2.50.1, 
2.50.2A

Take action to limit groundwater withdrawals to the maximum draft of all withdrawals 
from an aquifer that can be reliably sustained without impacting ground water levels, 
water quality or perennial streams.  Measurements of groundwater withdrawals and 
public water usage at individual premises shall be implemented.  A water 
conservation plan shall be required for a new groundwater withdrawal

Relevant and appropriate to 
activities conducted.

The effects of pumping have been thoroughly 
evaluated as documented in the ARCADIS March 
2006 Detailed Hydrogeologic Water Resources 
Investigation Report.  The Borough of Bally has a 
water conservation plan and ordinance requiring 
metering at premises connected to public water.

TBC Drinking Water

Administrative Order on 
Consent (AOC) for BES 
site                                  # 
SDWA-03-2003-0301

Design, construct, operate, and maintain facility in manner that provides drinking 
water with 1,4-dioxane concentrations below the established AOC concentration.  
Take action until establishment of said facility to provide an alternative drinking water 
supply, thereby preventing short term adverse impacts associated with the 
consumption of 1,4-dioxane impacted drinking water.  

Relevant and appropriate to 
activities conducted.

The current AOC governs the evaluation of the 
selected remedy and establishes provisions for 
treatment of the drinking water supply.

Notes:
1 1,4-Dioxane CASRN # 123-91-1

ARAR Applicable or Relevant and Appropriate Requirements
TBC To Be Considered
USC United States Code
CFR Code of Federal Regulations
DRB Delaware River Basin Commission
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Appendix A 

 

Existing Site ARARS for VOCs  
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Table A1 ARARs Established for VOCs in 1989 ROD Bally Groundwater Contamination 
Site Municipal Water Supply, Bally, Pennsylvania

Volatile Organic Compound (VOC) CASRN # ARAR 1

1,1-Dichloroethene 75-35-4 7
Methylene Chloride 75-09-2 5 2

Tetrachloroethene 127-18-4 5
1,1,1-Trichloroethane 71-55-6 200
Trichloroethene 79-01-6 5

Notes:
1 Based on MCLs established by PADEP (formerly PADER) unless otherwise noted
2 Based on Risk Specific Dose
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Bog Turtle Survey Reports and 
Concurrences 
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